
CAUTION
Pressurized Gas

Ball Valve must be in closed 

position when servicing the Probe. 

!

Bleeder Valve

Partially Open

CAM

Probe

Ball Valve Open

in normal operation 

Potential 

high pressure gas 

hazard

CAM

Probe

Ball Valve Closed

in Service Mode

Ensure CAM is

     de-pressurized 

before removal of 

probe

Bleeder Valve

Full Open
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CAM

Ball Valve “Cracked 

Open to allow small flow 

past “Bleeder Valve”

Adjust Valve 

to allow small 

“Bleed” to 

atmosphere

Measuring 

Pressure- Dew Point

Measuring 

Atmospheric Pressure

Dew Point

“Bleeder Valve” 

wide open
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